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➢ Elevating Devices covered under the ASME A.17.1-2016/ B44-16 and ASME 

A17.3-2015 require Quarterly Maintenance at a minimum in the Province 

of New Brunswick 

 

➢ Maintenance Control Program (MCP)shall include, but not limited to, the 

code required maintenance tasks, maintenance procedures, and 

examinations, and tests listed with the associated requirements of 8.6.4 

through 8.6.11. These tasks shall be completed as per 8.6.1.2.1 (e).  The 

minimal maintenance interval shall be 12 months with the exception of the 

items listed below.  

 

➢ The minimal maintenance shall be 6 months for the following items: 

❖ 8.6.4.6 Brakes 

❖ 8.6.4.12 Governors 

❖ 8.6.4.13 Door Systems 

❖ 8.6.15 Car Emergency System 

❖ 8.6.11.2 Two-way communications 
 


